NOTE: 1) JUMPERS ARE PLACED ON J1 PINS 1&2, J2 PINS 4&5 FOR DRY CONTACTS ON RELAY OUTPUT #1.
2) PUSH PLATE, MOTION SENSOR, CARD READER MUST BE DRY CONTACT.
3) TRANSFORMER AND BRIDGE RECTIFIER VOLT/ AMPERE RATING IS DETERMINED BY CURRENT DRAW OF ELECTRIC STRIKE.


115 VAC

TRANSFORMER

24 V

24 V AC

MC-25

RELAY 1

RELAY 2

RECEIVER

POWER 24 VAC

POWER 24 VAC

COMMON

N / O

RED

BLACK

GREEN

WHITE

GRAY

GRAY

MC-25 WITH RECEIVER, ELECTRIC STRIKE, PUSHPLATE, LOW ENERGY AUTOMATIC DOOR APPLICATION

SIZE: A

DRAWN BY: KJG

REV BY: JEG

DATE: 24 APR 2005

SCALE: NONE

PART NO: 80.0011.02

WEB: WWW.BEASENSORS.COM