NOTE: 1) IF BODYGUARD HAS DOM INTERFACE CIRCUIT BOARD, IT MUST BE REMOVED.
2) THE MAGNETIC REED SWITCH SHALL OPEN AT APPROX. 65-70 DEGREES.
3) LO21 DIP SWITCHES: 1-5 LOCKOUT TIME WILL VARY, #6-8 (NOT USED).
4) IF USING A MAGNETIC REED SWITCH TO INHIBIT, SET CONTROL FUNCTION DIAL TO 6. IF NOT USING INHIBIT SWITCH, SET CONTROL FUNCTION DIAL TO 5.