NOTES: 1) OPTIONAL AUX. SWITCH SHOULD OPEN AT APPROX. 65-70 DEGREES. SET CONTROL FUNCTION DIAL TO 5. IF NOT USED, BEA RECOMMENDS CONTROL FUNCTION DIAL SET TO 5.
2) RH MOTOR SHOWN, REVERSE MOTOR SWITCH ON PARALLINK FOR LH MOTOR.
3) BODYGUARD MUST BE PROGRAMMED TO RELAY VALUE 2. DEFAULT IS 1.
4) IF DOROMATIC INTERFACE CABLE & CHIP IS PREVIOUSLY INSTALLED, IT MUST BE REMOVED.